ELEVATION

6" THICK LAYER OF CRUSHED ROCK

BOLT TO FLOOR

SPRING ASSISTED GALVANIZED DIAMOND PLATE COVER W/LOCKING LATCH

DATA TRANSMITTER

FINISHED GRADE

PROPERTY LINE

12" Min.

6" Min.

SEE NOTE 8

SEE NOTE 14

REFER TO SHEET 1/2 FOR PLAN VIEW

PUD NO. 1 OF SKAGIT COUNTY ENGINEERING MANAGER

APPROVED ON: MAY 16, 2014

STANDARD INSTALLATION OF 3" TURBINE METERED SERVICE ELEVATION VIEW

SCALE: 1" = 2'
DATE: 3-25-05
REVISED: 5/16/14
DRAWN BY: CAS
APPROVED BY: GJS

WS3-2b

SHEET 2/2