LEGEND

1. Install cornerstone F100 block units with caps, stack to desired height (4’ max). Adhere caps to the block units with a concrete adhesive.
2. Compacted select fill material as required by the district’s inspector.
3. Establish a compacted aggregate leveling pad using 5/8" minus crushed rock compacted to 95%. Base shall be a minimum 6" deep plus one inch for every one foot of wall height. Place first course of blocks on leveling sand.
4. Fill any voids in blocks with gravel.

WRAP BARREL W/6 MIL POLY TAPE TO PREVENT DIRECT CONTACT WITH CONCRETE

8"x36"x36" CONCRETE BLOCK

PUD NO. 1 OF SKAGIT COUNTY ENGINEERING MANAGER

APPROVED ON: MAY 16, 2014

PUD. 1 OF SKAGIT COUNTY ENGINEERING MANAGER

APPROVED ON: MAY 16, 2014

STANDARD INSTALLATION OF FIRE HYDRANT "CENTER STEM TYPE"

WH-1b